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FIELD NOTES:


Follow the switching procedures as given in the Operating Procedures for isolating the


Generator.  Dispatch will have a copy of the Operating Schedule on hand to assist.
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** This SLD is NOT to be used for switching purposes





FortisAlberta Inc.:


FortisAlberta Dispatch
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Generator Name:


Operator on site 24hrs


(???)-???-????





Alberta Pacific - 103 MW


Synchronous Generation


Export


SW32-68-19W5





BY:


      KWW/CMT





DATE:


 2001-06-14
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