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SCHEDULE ONE: INTERCONNECTION APPROVAL AND OPERATING PROCEDURES

MEMORANDUM OF AGREEMENT dated this          day of _______________ 200_.

BETWEEN:


DG CUSTOMER NAME, a company incorporated under the laws of [Canada] with its head office at the City of [Calgary], in the Province of [Alberta] (hereinafter referred to as the “DG Customer”)

OF THE FIRST PART


‑ and ‑


FORTISALBERTA INC., a company incorporated under the laws of Alberta with its head office at the City of Calgary in the Province of Alberta (hereinafter referred to as “FortisAlberta”)

OF THE SECOND PART

WHEREAS the DG Customer desires to interconnect generating facilities to FortisAlberta Facilities to be located at various DG Locations (as defined herein), in the Province of Alberta; 

AND WHEREAS FortisAlberta is willing to provide said interconnection on the following terms and conditions;

NOW THEREFORE IN CONSIDERATION of the promises herein contained, and for other good and valuable consideration (the receipt and sufficiency of which are acknowledged by each Party), the Parties agree as follows:

1.
Introduction

This Agreement must be read in conjunction with the FortisAlberta Inc. Terms and Conditions of Distribution Tariff Services (the “Terms and Conditions”), as approved from time to time by the Board, and available on our website at www.fortisalberta.com/retailers/documentation.htm.  The Terms and Conditions automatically apply, and also take precedence if there is any conflict or inconsistency raised between the Terms and Conditions and the terms of this Agreement.  All terms presented herein in bold are defined in the Terms and Conditions.

2.
Definitions

In this Agreement the expressions below shall respectively have the following meanings:

(a) “Act” means the Electric Utilities Act R.S.A. 2003, c. E-5.1; as amended from time to time;

(b) “Alberta Electric System Operator” or “AESO” means the Independent System Operator which is the corporation established by section 7 of the Act to carry out the duties of section 17 of the Act; 

(c) “Agreement” means this Interconnection Agreement and all schedules and appendices attached hereto and all amendments made hereto and thereto by written agreement between the FortisAlberta and the DG Customer;

(d) “Application” means an application in a form approved by FortisAlberta prepared and delivered by the DG Customer to FortisAlberta for the interconnection of a specified DG Customer Facility to FortisAlberta Facilities at a specified DG Location in accordance with the terms and conditions of this Agreement;

(e) “Approved Site(s)” means a DG Location which has been approved by FortisAlberta for the interconnection of the DG Customer Facility to FortisAlberta Facilities thereon;

(f) “Contractor” has the meaning given to that term in the Electricity and Gas Inspection Act (Canada), as may be amended from time to time;

(g) “DG Customer Facility” means, collectively, all facilities of the DG Customer located at the DG Location on the DG Customer side of the Point of Interconnection including, without limitation, all transformers, switches, metering, connection and protective equipment required for the DG Customer generator to deliver and receive electricity to and from the Point of Interconnection;

(h) “DG Location” means that specified location as described in the Interconnection Approval;

(i) “Effective Date” means the date as of which the Parties have executed this Interconnection Agreement;

(j) “Good Electric Operating Practices” means the standard of practice attained by exercising that degree of knowledge, skill, diligence, prudence and foresight which would reasonably and ordinarily be expected from a skilled and experienced operator engaged in the same type of undertaking under the same or similar circumstances and which is expected to accomplish the desired result at the lowest reasonable cost consistent with reliability, safety of the public, safety of personnel, and expedition, but is not restricted to the optimum practice or course of action to the exclusion of all others but rather to the spectrum of reasonable practices, methods or acts;

(k) “Guarantee of Isolation” or “GOI” means a notification that a section of line or piece of equipment has been disconnected from its normal source of energy and will remain in that state until the GOI is returned to the Operator-In-Charge;

(l) “Interconnection Approval” means the written approval of FortisAlberta for the interconnection of a specified DG Customer Facility to FortisAlberta Facilities at a specified DG Location pursuant to the terms and conditions of this Agreement, and substantially in the form of the Interconnection Approval and associated Operating Procedures attached as Schedule One hereto, as amended from time to time. The Operating Procedures attached to the Interconnection Approval will form part of the Interconnection Approval;

(m) “Interconnection Charges” are comprised of the charges identified in Terms and Conditions under the section heading “DG Customer Charges/Credits – Interconnection Charges”;
(n)  “Interconnection Date” has the definition ascribed there to in Section 4.2;

(o)  “Metering Equipment” means all equipment required to accurately record the electricity delivered and supplied to and from the Point of Interconnection, which shall include, without limitation, the meter, the meter outfit, current transformers and potential transformers;

(p) “NERC” means North American Electric Reliability Council; 

(q) “NWPP” means the Northwest Power Pool;
(r) “Operation and Maintenance (O&M) Charge” means one of the Interconnection Charges the DG Customer pays and will be determined according to the Terms and Conditions;
(s) “Operator-In-Charge” has the meaning given to that term in the Operating Procedures; 

(t) “Parties” means the DG Customer and FortisAlberta, and “Party” means either one of them, as the context may require;

(u) “Point of Disconnect” means the point identified on the single line drawing attached as Appendix A to Schedule One of the Operating Procedures for Approved Sites as being the point at which the DG Customer Facility may be isolated from FortisAlberta Facilities;

(v) “Proposal” means the formal letter issued by FortisAlberta to the DG Customer setting out applicable Interconnection Charges and other obligations relating to a specific DG Location and based upon information provided by the DG Customer; and

(w) “WECC” means Western Electricity Coordinating Council

3.
Conditions to be satisified prior to approval

The DG Customer for each DG Location shall have completed and submitted an Application in writing to:


FORTISALBERTA INC.



320 – 17th Avenue SW

Calgary, Alberta   T2S 2V1

Attention: Contracts Analyst

Fax: (403) 514-5191

The DG Customer shall include in each Application, at a minimum, confirmation of whether the DG Customer Facility will be exporting to the AIES, the legal description of the DG Location and the requested Interconnection Date.  The Application shall include a description of the DG Customer Facility with detailed information relating to the generation equipment, protection equipment, transformers, Metering Equipment, a site plan and contact information for the Interconnection Agreement and Operating Procedures.  FortisAlberta reserves the right to request additional information from the DG Customer as FortisAlberta may require in its sole discretion. The DG Customer shall have paid to FortisAlberta the required Application Fee as referenced in the Interconnection Charges in the Terms and Conditions “DG Customer Charges/Credits – Interconnection Charges” which for greater clarity are the fees associated with the cost to FortisAlberta for performing any Interconnection Facilities engineering studies and Transmission Facility engineering studies if applicable.

If this Application is accepted by FortisAlberta, FortisAlberta shall send to the DG Customer an interconnection Proposal outlining the requirements for interconnection and the associated Interconnection Charges.  The DG Customer shall return to FortisAlberta acceptance of the interconnection Proposal with confirmation of registration as a market participant and an AEUB Interconnection Order Number.

4.
Interconnection

4.1 INTERCONNECTION APPROVAL

(a)
Upon satisfaction of the conditions described in Section 3 and upon receipt by FortisAlberta of the required metering and interconnection protection documentation from the DG Customer as requested by FortisAlberta and upon the Parties entering into and executing this Agreement, which includes the Interconnection Approval, the DG Customer Facility at the DG Location referenced in such Interconnection Approval shall be interconnected by FortisAlberta to FortisAlberta Facilities with respect to that Approved Site.

(b)
Upon interconnection, in addition to the terms and conditions of this Agreement the DG Customer agrees to be bound by, observe and perform all of the terms and conditions of the related Interconnection Approval to the Approved Site.

(c)
The Operating Procedures that form part of the Interconnection Approval does not supersede any requirements outlined in Government Regulations such as, but not limited to, the Alberta Electrical and Communication Utility Code, the Canadian Electrical Code, and Occupational Health and Safety Act, nor does it supersede any terms of mutual agreements such as, between the Parties.

4.2 INTERCONNECTION DATE

Subject to Section 4, FortisAlberta shall physically interconnect individual Approved Sites at the respective Point of Interconnection on the interconnection date (“Interconnection Date”) which shall be a date mutually agreed to between the Parties.

5.
DesigN, Maintenance AND EXPORT

5.1 FORTISALBERTA OBLIGATIONS

(a)
FortisAlberta shall ensure that it has designed, supplied and constructed, and FortisAlberta shall maintain and operate, FortisAlberta Facilities to establish and maintain interconnection of the DG Customer Facility and for greater clarity Interconnection Facilities at each individual Approved Sites at the Point of Interconnection in such a manner necessary to provide adequate electrical system protection for the AIES.  For greater clarity, depending on the design of the Interconnection Facilities, some protective and Metering Equipment forming part of the Interconnection Facilities may be located on the DG Customer side of the Point of Interconnection, which shall be shown on the single line drawing attached as Appendix A to the Operating Procedures of the Interconnection Approval for an individual Approved Site. 
(b)
FortisAlberta shall use reasonable efforts to ensure that the Interconnection Facilities at each individual Approved Site are designed, supplied and constructed by the Interconnection Date or as soon as possible thereafter.  However notwithstanding such efforts if such Interconnection Facilities are not designed, supplied and constructed by the relevant Interconnection Date for any reason, FortisAlberta shall have no liability whatsoever for any delay nor shall the DG Customer have any obligation to pay a monthly Operation and Maintenance Charge, if applicable, until the actual date of interconnection.

5.2 DG CUSTOMER OBLIGATIONS

(a)
The DG Customer shall design, supply, construct, operate and maintain the DG Customer Facility in such a manner necessary to provide adequate protection to the DG Customer Facility at all individual Approved Sites.  For individual Approved Sites, the DG Customer shall use reasonable efforts to ensure that the DG Customer Facility is designed, supplied and constructed by the Interconnection Date.  Notwithstanding the DG Customer reasonable efforts, if such DG Customer Facility is not designed, supplied and constructed by the Interconnection Date for any reason, the DG Customer shall be obligated to pay the monthly Operation and Maintenance Charge, if applicable, commencing on the Interconnection Date unless otherwise agreed by FortisAlberta in writing.

(b)
The DG Customer shall pay all Interconnection Charges on the terms and in accordance with the following requirements set forth in the Terms and Conditions and as identified in the Proposal.

(c)
For greater certainty, there will be no interconnection of the DG Customer Facility to FortisAlberta Facilities without following the process and obtaining the approvals described in Sections 3 and 4.  
(d) Furthermore the DG Customer shall not at any time export to the AIES from an individual Approved Site above a maximum output as defined in the Interconnection Approval for such Approved Site without FortisAlberta prior written consent.

(e) The DG Customer should be aware that FortisAlberta Electrical Distribution System is continually expanding to meet the needs of customers.  Should the expansion of FortisAlberta Electrical Distribution System impact the DG Customer Facility, it is the responsibility of the DG Customer to cover any additional costs to his facility and any incremental costs of FortisAlberta Facilities that are related to the continued operation of the DG Customer Facility.  FortisAlberta will provide the DG Customer in a timely fashion, reasonable details with respect to the incremental cost.  Should the DG Customer refuse to accept the incremental cost of FortisAlberta Facilities the Arbitration section of the Terms and Conditions can be used to resolve the issue.

6.
Performance Standards and safety

(a) Each Party shall perform its obligations under this Agreement in accordance with:

(i) commercially reasonable efforts and Good Electric Operating Practices;

(ii) applicable NERC, WECC, NWPP, AESO rules and policies;

(iii) the Safety Codes Act (Alberta), the Canadian Electrical Code, the Electrical and Gas Inspection Act (Canada) and any other applicable legislation, safety codes, and safety standards;
(iv) the safe work routines described in the Alberta Electrical and Communication Utility Code (AECUC) regarding isolation work on any part of the AIES and any successor organization(s);

(v) the Operating Procedures, which will form part of the individual Interconnection Approval for an Approved Site; and
(vi) any other applicable laws.

(b) The Parties recognize that the applicable standards imposed by subsection (a) hereof may change from time to time, and that each Party will comply with any changed standards upon receipt of notice or otherwise becoming aware of such changes.

(c)
The DG Customer and FortisAlberta will coordinate safe work planning procedures where both Parties’ employees or representatives are required to work together on activities involving construction, maintenance and operations at an Approved Site. Nothing in this Agreement shall be interpreted as changing the intent of FortisAlberta safe operating practices and procedures.  Any disputes between the Parties regarding practices or procedures are to be identified and resolved prior to joint work commencing.  Joint work refers to situations when both Parties are working on the DG Customer Facility at the same time.

(d)
All maintenance outages will be coordinated by the Operator-in-Charge for each of the Parties. The DG Customer acknowledges that FortisAlberta will isolate the DG Customer Facility when a Guarantee Of Isolation is required or when live-line work is being performed on the system.
(e)
In the event that FortisAlberta electrical sources to the DG Customer Facility become isolated, the DG Customer Facility must be able to disconnect from FortisAlberta Facilities immediately, before automatic reclosing devices on FortisAlberta Facilities can operate.

(c) The DG Customer Facility is designed to operate interconnected to FortisAlberta Facilities, with synchronizing schemes provided on the DG Customer equipment.  It is recognized by the DG Customer that there are no synchronization schemes in place on FortisAlberta Facilities, and that FortisAlberta Facilities contain equipment that will provide voltage regulation and/or automatic reclosing.

7.
METERING

(a)
The DG Customer shall be responsible for all the metering, polling and provision of metering with respect to the DG Customer generating facilities.  Should FortisAlberta poll the DG Customer meter, the Interconnection Approval for individual Approved Sites shall specify the metering requirements, and the provisions and charges, if applicable.  A separate service agreement will be required if FortisAlberta does the polling.

(b)
The metering shall include, without limitation, the installation, operation and maintenance of either:

(i)
a three element, electronic, bi-directional 15 minute interval metering device, with transformer loss compensation capability in both directions; or 

(ii) two (2) back-to-back connected, three element electronic unidirectional metering devices with transformer loss compensation capability such that the energy from the DG Customer Facility to the FortisAlberta Facilities shall be measured with a 15 minute interval metering device and, the energy passing from the FortisAlberta Facilities to the DG Customer Facility shall be measured with the appropriate standard meter for the DG Customer load.

(c) The selection of meters, calibration of meters and handling of meter disputes shall be performed in accordance with the Electricity and Gas Inspection Act (Canada) (the “E&GI Act”) and the regulations thereto, or such other amended or replacement legislation as may from time to time be enacted.

(d)
If the DG Customer owns the meter, FortisAlberta shall have the right to have the Metering Equipment tested and/or calibrated by the proper official designated by the E&GI Act.  If such testing shows the Metering Equipment to be inaccurate, the DG Customer shall pay the costs of testing and/or calibration, as applicable. If such testing shows the Metering Equipment to be accurate, FortisAlberta shall pay the costs of testing. If FortisAlberta owns the meter, the DG Customer shall have the right to have the Metering Equipment tested and/or calibrated by the proper official designated by the E&GI Act.  If such testing shows the Metering Equipment to be inaccurate, FortisAlberta shall pay the costs of testing and/or calibration, as applicable. If such testing shows the Metering Equipment to be accurate, the DG Customer shall pay the costs of testing.

(e)
If the DG Customer owns the meter, the DG Customer shall provide the Metering Equipment specifications, Measurement Canada’s Notice of Approval numbers for the Metering Equipment and metering test data to FortisAlberta in a format and frequency as FortisAlberta may require to meet the requirements of the AESO and to meet the obligations as a Contractor for the supply of electricity in accordance with the E&GI Act.  Metering test data shall include, without limitation, initial equipment installation test data, in-situ test results every three (3) years, retest data every six (6) years, date of meter changes and records of meter verification at time of installation and reverification records thereafter.

(f)
If the DG Customer owns the meter, the DG Customer shall read the meter and provide metering data to FortisAlberta in a format and frequency as FortisAlberta may require.  FortisAlberta may use the metering data for its own internal use, including, without limitation, the calculation of Option M and the calculation of the DG Customer active and reactive energy consumption (if applicable); for the purpose of fulfilling its obligations under this Agreement and to the AESO and as required by law. For greater certainty, nothing in this subsection affects any obligation of the DG Customer to provide metering data to the AESO.

8 inspection
In order to fulfill its obligations under this Agreement and to ensure that the DG Customer is complying with the provisions of this Agreement, FortisAlberta shall have the right, but not the obligation, to inspect the DG Customer Facility at individual Approved Sites from time to time.  This right of inspection shall not relieve the DG Customer of any of its obligations under this Agreement.  The DG Customer shall provide FortisAlberta with reasonable access to the DG Customer Facility at individual Approved Sites upon reasonable prior notice to enable FortisAlberta to conduct such inspections.  Inspections shall be arranged by the Operator-in-Charge for each of the Parties.

9. Force Majeure

Should Force Majeure be invoked by either Party, the monthly Operation and Maintenance Charge, if applicable, is payable but shall not become due until the Force Majeure period is over and a time period no longer than that of the Force Majeure period has occurred.  The Operation and Maintenance Charge, if applicable, will be due so long as the circuits of FortisAlberta Facilities are made available to the DG Customer.  For each month that disconnection is in effect, the DG Customer shall pay the monthly Operation and Maintenance Charge charged biannually, if applicable.
10.
Term and Termination

(a)
Unless terminated earlier in accordance with the provisions of this Agreement, this Agreement will commence on the Effective Date and continue in full force and effect for a period of twenty (20) years, terminating on the ____day of _______, 20__.  Thereafter, this Agreement shall renew automatically without further act or agreement by the Parties for successive one year periods on and subject to the same terms and conditions contained in this Agreement unless terminated earlier pursuant to clauses in this Section or other provisions of this Agreement.  Notwithstanding any termination of this Agreement, all rights and obligations of the Parties that have accrued prior to termination shall continue in effect until satisfied.

(b)
In the event that an Approved Site has been disconnected from FortisAlberta Facilities for a continuous period of one year or more, FortisAlberta may terminate individual Approved Sites upon sixty (60) days written notice to the DG Customer that it wishes to terminate the Agreement with respect to any one or more Approved Sites unless the DG Customer advises FortisAlberta in writing of such disconnection, and the DG Customer intent to reconnect at a future date.

(c)
FortisAlberta may terminate an individual Approved Site or the Agreement with the DG Customer immediately if the DG Customer fails to perform any of its obligations under this Agreement.

(d)
In addition to any right of termination as set forth in this Agreement, an individual Approved Site or the Agreement may be terminated if mutually agreeable upon the written agreement of FortisAlberta and the DG Customer.

(e)
Either Party has the right to give sixty (60) days notice to terminate individual Approved Sites or the Agreement for any reason.

11.
NOTICE
Unless otherwise stated herein, all notices, demands or requests required or permitted to be given in connection with this Agreement shall be in writing and shall be personally delivered or sent by courier-service or facsimile transmission (with the original transmitted by any of the other aforementioned delivery methods) addressed as follows:

To FortisAlberta:

FORTISALBERTA INC.

320 – 17th Avenue SW

Calgary, Alberta  T2S 2V1
Attention: Rates and Contract Administration

Fax: (403) 514-5909

To DG Customer:

DG CUSTOMER NAME 

Address Line 1

Address Line 2

City, Prov, Postal Code

Attention: 

Fax: (403) 

Notice received after the close of the Business Day shall be deemed received on the next Business Day.
12.
GENERAL

(a)
This Agreement supersedes all agreements, oral or written, relating to the subject matter hereof, heretofore made by the Parties with respect to the subject matter hereof and, together with the schedules and appendices attached thereto, represents the entire Agreement between the Parties with respect to the matters contemplated herein.  Except as expressly provided for herein, this Agreement may be amended or superseded only by written agreement of the Parties.

(b)
This Agreement shall be construed according to the laws of the Province of Alberta and the federal laws of Canada as applicable.

(c)
The DG Customer shall not assign this Agreement without the express written consent of FortisAlberta, which consent shall not be unreasonably withheld. FortisAlberta may assign this Agreement without the DG Customer consent.

(d)
This Agreement shall enure to the benefit of and be binding upon the Parties, their successors and permitted assigns. The rights and remedies of the Parties under this Agreement are cumulative and in addition to any other rights and remedies that the Parties may have at law or in equity.

(e)
The liabilities of the Parties for breach of any covenants, representations or warranties, and any obligations of the Parties under any indemnity contained in this Agreement and the Term and Conditions, shall survive termination of this Agreement except as otherwise expressly provided.

(f)
Amendments to individual Approved Sites and the Agreement to be agreed to by both Parties. Any amendments to the Agreement including any Interconnection Approval and related schedule and appendices are to be in writing and executed on behalf of both Parties.

IN WITNESS WHEREOF the Parties hereto have executed this Agreement under the hands of their proper officers as of the day and year first above written.

DG CUSTOMER NAME

Per:








Name:

Title:

Date:

FORTISALBERTA INC.

Per:








Name:


Title:


Date:


	FortisAlberta Approval

Reviewed for accuracy and content by:

	Name: (please print)
	Initial:

	
	

	
	


SCHEDULE ONE

INTERCONNECTION APPROVAL AND OPERATING PROCEDURES
Attached to and forming part of the Interconnection Agreement for Generator Interconnection to the Electrical Distribution System
BETWEEN

DG CUSTOMER NAME

AND

FORTISALBERTA INC.
INTERCONNECTION APPROVAL

FOR

DG CUSTOMER NAME

AT

GENERATING FACILITY LOCATION
As referenced in the Interconnection Agreement between DG CUSTOMER NAME (the “DG Customer”) and FORTISALBERTA INC. (“FortisAlberta”) made as of _____________________, 20__.

1. Site Name:



____________________________________

2. For Export / Not for Export [choose one]
3. Market Participant Registration #:

________________________

4. AEUB Interconnection Order Number:
________________________

5. Interconnection Date: 



________________________

6. Maximum Output:



_________ kW
7. Metering Requirements: [To be deleted if not used]
Provisions:




________________________

Charges:




________________________
8. Interconnection Charges Distribution:

Interconnection Facilities Cost:

________________________

Prepaid Operation & Maintenance Charge:
________________________

Application Fee:



________________________

Interconnection Charges Transmission:

Assessed Transmission Costs:

________________________

Application Fee:



________________________

AESO / Other:




________________________

9. The DG Customer shall have executed (prior to interconnection) and shall abide by the attached Operating Procedures (which include the following Appendices) [delete any Appendixes that are not used, usually A, E or F]
Appendix A - Utility and Interconnection Facilities Single Line Drawing

Appendix B - Harmonic Specification For Harmonic Producing Customers Connected To The FortisAlberta Inc. System

Appendix C - Voltage Flicker Limit Guidelines For Voltage Flicker Producing Customers Connected To The FortisAlberta Inc. System

Appendix D - Protection Settings Sheet And Site Single Line Diagram

Appendix E - Reconnection of Generation Facilities

Appendix F - Description of Generator Operation

10.
The DG Customer shall provide a Completed Electrical Service Connection Authorization Form and Electrical Permits at Time of Energization.

The Parties agree that this Interconnection Approval constitutes the Interconnection Approval for the site described herein and, upon execution and delivery of this Interconnection Approval by the DG Customer to FortisAlberta and payment by the DG Customer of the Interconnection Charges respecting the Application as provided in the Interconnection Agreement, the site described herein shall constitute an Approved Site and this Interconnection Approval is incorporated by reference and forms a part of the Interconnection Agreement and is subject to the terms and conditions of the Interconnection Agreement.

The Parties hereby execute this Interconnection Approval by their duly authorized officers this ___ day of _________________, 20__.

DG CUSTOMER NAME





Per:
________________________________________





Name:
________________________________________





Title:
________________________________________

FORTISALBERTA INC.





Per:
________________________________________





Name:
________________________________________

Title:
________________________________________

Appendix A
Utility and Interconnection Facilities Single Line Drawing
Attached to and forming part of the Interconnection Agreement for Generator Interconnection to the Electrical Distribution System
BETWEEN

DG CUSTOMER NAME

AND

FORTISALBERTA INC.
Appendix B

Harmonic Specification For Harmonic Producing Customers Connected to the FORTISALBERTA INC. System

Attached to and forming part of the Interconnection Agreement for Generator Interconnection to the Electrical Distribution System
BETWEEN

DG CUSTOMER NAME

AND

FORTISALBERTA INC.
Appendix C

Voltage FlickeR limit guidelines for voltage flicker producing customer connected to the FORTISALBERTA INC. system
Attached to and forming part of the Interconnection Agreement for Generator Interconnection to the Electrical Distribution System
BETWEEN

DG CUSTOMER NAME

AND

FORTISALBERTA INC.

Appendix D

Protection Settings Sheet and SITE Single Line Diagram
Attached to and forming part of the Interconnection Agreement for Generator Interconnection to the Electrical Distribution System
BETWEEN

DG CUSTOMER NAME

AND

FORTISALBERTA INC.
Appendix E

Reconnection of Generation Facilities
Attached to and forming part of the Interconnection Agreement for Generator Interconnection to the Electrical Distribution System
BETWEEN

DG CUSTOMER NAME

AND

FORTISALBERTA INC.
Appendix F

descriPtion of generator operation
Attached to and forming part of the Interconnection Agreement for Generator Interconnection to the Electrical Distribution System
BETWEEN

DG CUSTOMER NAME

AND

FORTISALBERTA INC.









PAGE  
- 1 -

